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PROPOSED CODE CHANGE (Check One) 

 Change to read as follows Add to read as follows  Delete and substitute as follows  Delete without substitution 

E3907.2 Damp and wet locations. In damp or wet locations, cabinets and panelboards of the surface type shall be placed or 
equipped so as to prevent moisture or water from entering and accumulating within the cabinet, and shall be mounted to provide an 
airspace not less than 1/4 inch (6.4 mm) between the enclosure and the wall or other supporting surface. Cabinets installed in wet 
locations shall be weatherproof. For enclosures in wet locations, raceways and cables entering above the level of uninsulated live 
parts shall be installed with fittings listed for wet locations. 
 
Exception: Nonmetallic enclosures shall be permitted to be installed without an airspace on a concrete, masonry, tile, or similar 
surface. 
 
 

REASON AND FISCAL IMPACT 

This text was extracted from the 2005 Indiana Residential Code. 
 

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 

Further Study 

 

 


